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BUS DUCT CLEARANCES

110.26 NEC 2005

Electrical Department (PLAN REVIEW)

Immediately

Are working clearances required on large busways (bus duct)?
8-30-07

No clearances are required if there are no spaces for plug-ins.

In sections that allow plug-ins proper clearances are required
for the plug-ins.
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